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CABLE ROUTING
STEP 1

DETAIL A

FOR RIBBON
FIBER

FOR STRANDED
FIBER

TIE SUBUNITS 
WITH LACING

(REF)

CLAMP LOCATION SHOWN
ON ASSEMBLY DRAWING

(CLAMP CABLE BEFORE ROUTING)

ROUTE FIBER 
AS SHOWN

SEE DETAIL A
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* ROUTE ALL FIBERS AROUND
  SPOOL AND OUT THE SIDE
  AS SHOWN. (LEAVE SLACK
  LOOP LONG)

CABLE ROUTING
STEP 2

ROW 1

ROW 2

ROW 3

ROW 4

ROW 5

ROW 6

ROW 7

ROW 8

ROW 9

ROW 10

ROW 11

ROW 12
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CABLE ROUTING
STEP 3

*  START WITH ROW 1 SEE CONNECTION
   TABLE (F/N 986) FOR CORRECT FIBERS.
   ROUTE FIBERS AS SHOWN TO 
   ROW 1

ROW 1

ROW 2

ROW 3

ROW 4

ROW 5

ROW 6

ROW 7

ROW 8

ROW 9

ROW 10

ROW 11

ROW 12

ADJUST SLACK LOOP
AS REQUIRED TO

ROUTE FIBERS
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CABLE ROUTING
STEP 4

NOTES:
 
* ROUTE ROW 2 AS SHOWN.
  CONTINUE WITH ROWS 3, 4,
  5, 6, AND 7. SEE CONNECTION
  TABLE FOR CORRECT FIBERS.

ROWS 1-7 ROUTE TO THE
INSIDE OF RADIUS LIMITER

ROW 1

ROW 2

ROW 3

ROW 4

ROW 5

ROW 6

ROW 7

ROW 8

ROW 9

ROW 10

ROW 11

ROW 12
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NOTES:
 
*  ROUTE ROW 8 AS SHOWN
   CONTINUE WITH 9, 10, 11,
   AND 12. SEE CONNECTION TABLE
   FOR CORRECT FIBERS.

CABLE ROUTING
STEP 5

 ROWS 8-12 ROUTE TO THE
 OUTSIDE OF RADIUS LIMITER

ROW 1

ROW 2

ROW 3

ROW 4

ROW 5

ROW 6

ROW 7

ROW 8

ROW 9

ROW 10

ROW 11

ROW 12
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FINISHED CABLE ROUTING

NOTES:
 
* AFTER INSTALLING CABLE, EXTEND
  ALL ADAPTER PACKS.  ADJUST SLACK
  LOOP AS NECESSARY.
 
* PUSH ADAPTER PACKS BACK IN, 
  CHECK FIBER FOR BENDS. REDRESS
  FIBERS IF NECESSARY.
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